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SECTION 15025

1. Page 2, paragraph 6.1. Insert new sub-paragraph 6.1.3 as follows :

“6.1.3 Qualifications. Equipment furnished under this section shall be of a design
and manufacture that has been successfully used in similar applications. The
manufacturer shall have furnished equipment for a minimum of five similar
applications that have demonstrated record of successful operation for a minimum
period of 5 years. Provide a list of such installations complete with installation
description contact names, addresses and telephone numbers. This reference list
shall be submitted with the shop drawings. Should the screens not be in
compliance, the Contractor shall repair or replace any units as necessary to meet
the specifications. Costs for unit repair and retesting shall be the Contractor’s
responsibility. The mechanically cleaned bar screen shall be a Climber Screen
Mechanical Bar Screen Model IVS manufactured by Infilco Degremont Inc. or by an
approved equal that conforms to the specifications and drawings.”

SECTION 15121

Page 2, paragraph 4. At the end of the paragraph, insert the following:
“The Contractor may furnish 84-inch inner diameter pipe as an alternative; provided
the Contractor furnishes any adaptors required to connect to the 84-inch pipes on
the Dwyer Road Discharge Tubes and Canal contract.”

SECTION 15162

1. Page 1, paragraph 2.3. Inthe 3" and 4" lines, replace the final sentence with the
following:

“The full load rating (1.0 service factor) shall be available at 60 degree C rise by
resistance with a 40 degree C ambient temperature.”

2. Page 2, paragraph 2.6. At the end of the paragraph insert the following sentence:

“Unless recommended otherwise by the motor manufacturer, it is intended to start
the motors on a minimum 65% reactor setting.”

3. Page 2, paragraph 3.2. In the 2" line, replace “supplied from a common oil pot” with
“as recommended by the motor manufacturer, with all oil lubricated bearings fed from a
common oil pot.”

4. Pages 2 & 3, paragraph 4.2. In the 2" and 3" lines, delete the last sentence in its
entirety.
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5. Page 3, paragraph 4.6. At the end of the paragraph, insert the following:

“Power factor correction capacitors shall correct the full load running power factor of
the motor to 88%, + 5%, and may be mounted in a free standing unit enclosure if too
large for inclusion in the main terminal box. The Contractor shall provide necessary

conduit, wiring, fusing, terminations, etc. to utilize free standing enclosures.”

SECTION 16001

1. Page 41, paragraph 1.34. Delete the title in its entirety and substitute “4 KV and
208Y/120 V Distribution”

2. Page 41, paragraph 1.34.a. Delete this paragraph in its entirety and replace with the
following :

“a. General.

Provide two (2) 225 KVA dry type general-purpose transformers, 4160 V Delta
Primary, to 208Y/120 V Secondary, GE Type Q-HV, 60 KV BIL, copper primary and
secondary wirings, two (2) 2 ¥2 % taps above and below normal, 150 degree C rise
over 40 degree C ambient or equivalent. Each transformer shall be cable fed to the
208Y/120 V double ended switchboard “LV1/LV2” through conduits routed beneath
the mezzanine slab. Transformers shall be located external of the position shown on
the drawings for the unitized panel approximately 8 feet away from each side of
LV1/LV2 panels and outside of the ladders up to pump grills.”

3. Page 42, sub-paragraph 1.34.b.1. Delete this sub-paragraph in its entirety and replace
it with:

“1.34.b.1. Reserved.”
4. Page 42, paragraph 1.34.b. Insert new paragraph 6 as follows:

“6. Provide group mounted GE Type ADS fused switch feeder devices as
scheduled.”

5. Page 42, paragraph 1.34.c. Delete the title in its entirety and substitute “Manual
Transfer Switch Panels PP and LP”.



